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Abstract. The article presents the work of the stepless hybrid distribution transformer (HT), as an alternative to the so far applied Automatic Voltage 
Regulator (AVR) solutions, used to control the voltage in the power system in terms of the fundamental harmonic. The HT is a combination of a 
conventional distribution transformer and an AC/DC/AC converter connected in series with the transformers secondary winding. In the work the basic 
control algorithm of the AC/DC/AC converter operated as a series connected additive voltage source in the HT system, has been described. The 
article contains the preliminary results of computer simulation studies of the model elaborated in PSIM.  
 
Streszczenie. W artykule opisano działanie bezstopniowego hybrydowego transformatora dystrybucyjnego (HT), jako alternatywę dla dotychczas 
stosowanych rozwiązań AVR (Automatic Voltage Regulator), służących do kontroli poziomu napięcia w systemie elektroenergetycznym w zakresie 
podstawowej harmonicznej. Układ HT to połączenie konwencjonalnego transformatora dystrybucyjnego oraz przekształtnika AC/DC/AC włączonego 
w szereg z uzwojeniem wtórnym transformatora. W pracy przedstawiono podstawowy algorytm sterowania przekształtnikiem AC/DC/AC jako 
szeregowe źródło napięcia dodawczego w układzie badanego HT. Artykuł zawiera wstępne wyniki badań symulacyjnych modelu opracowanego w 
programie PSIM. (Hybrydowy bezstopniowy transformator dystrybucyjny z czterokwadrantowym przekształtnikiem AC/DC/AC po stronie 
niskiego napięcia – badania symulacyjne). 
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Introduction 
The present energy distribution grid is in operation for 

decades and works with the same principles since its 
establishment [1]. This grid was designed to supply linear 
loads, i.e. light bulbs or heaters. For such devices the 
power drawn from the grid decreases together with the 
voltage, mitigating the negative effects of lowering the 
voltage. 

In recent years the operating conditions of the 
distribution grid have changed. Most of modern loads work 
with constant power demand. In such cases the decrease of 
the voltage causes an increase of the current drawn, which 
intensifies the problems occurring in the distribution 
systems. The change of grid operation conditions is also the 
effect of the work of distributed generation systems, with a 
large contribution of renewable energy sources (RES). The 
increasing number of dynamic loads, i.e. fast charging 
stations for electric vehicles (EV) are also a reason of this 
issue. As a result, increasing voltage fluctuations in the grid 
become more severe. 

In order to control the voltage level, conventional 
distribution transformers (DT) are complemented by various 
Automatic Voltage Regulator (AVR) devices, starting from 
electromechanical servomechanisms, through transformer 
tap changers (TC), to Solid State Transformers (SST) [1-4]. 
Currently, despite such disadvantages like arcing, high 
operation costs or poor dynamics, mechanical tap changers 
are the most common solution. However this AVR 
technology does not keep up with the present grid voltage 
regulation requirements, especially in terms of dynamics 
and accuracy, anymore. This is the fundamental reason 
behind the growth in the application of power electronic 
based AVR devices. 

Thyristor tap changers (DT+TC) [4-6], although 
operating on a similar principle as their mechanical 
versions, they eliminate arc problems and guarantee higher 
dynamics of regulation. These switches, however, still 
operate in a step manner, and the indicated decrease in 
step value is associated with a significant increase of the 
costs (Fig.1). With a high number of taps the validity of such 
a solution is questionable.  The broadest regulatory and 
functional capabilities of the AVRs provide SST based 
solutions [4, 7, 8]. Nevertheless, costs and losses in this 

case are approximately 4 times and 3 times higher, than for 
the standard DT transformer (Fig.1). Therefore, the use of 
SST systems in the AC grid has not been yet sufficiently 
justified. 
 A competitive alternative to the presented above AVR 
solutions, are hybrid transformers (HT) [9], combining the 
features of a conventional transformer and the regulatory 
capabilities of modern power converters. In this case, the 
converter, enabling smooth and instantaneous voltage 
adjustment, is designed to convert only a fraction of the 
transferred power. What is more, in the event of converter 
failure, the energy can still be transferred to the load, so 
that reliability of the power supply is ensured. The use of HT 
systems, combining high efficiency and low cost of DT, with 
high functionality of power converters (Fig.1), fully meets 
the requirements of modern AVR, such as: 
- fast voltage correction (within 20 ms), 
- precise output voltage regulation as a percentage of the 

rated supply voltage, 
- high: efficiency, reliability and safety during faults, 
- low impedance in order to mitigate the effect of load 

changes, 
- continuous power supply during switch operations. 
 The main purpose of this article is to present the basic 
control algorithm and the simulation study results of the HT 
with stepless voltage regulation in the ±10% range. The 
system is made up of a standard distribution transformer 
with an additional, tertiary winding and a voltage control 
AC/DC/AC converter. The studies, illustrating and enabling 
the evaluation of the properties of the selected HT 
configuration, are the preliminary part of a project, carried 
out by the Electrotechnical Institute in a consortium with the 
industry. The secondary objective is to evaluate the 
selected solution against alternative HT configurations with 
continuous voltage regulation.  

Power electronics systems similar to hybrid transformers 
were investigated since the 70s of the 20th century. As fully 
controllable high-power switches, forced-commutated 
thyristors were used. In this area, in Poland, pioneering 
works were those conducted by prof. Antoni Dmowski [6] 
and his team, including prof. Jan Mućko, his doctoral 
student. Thyristor technology has, however, significantly 
hindered the construction, and thus limited the use, of 
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switch mode AC regulators. The trigger for the further 
development of such devices was the widespread 
application of power transistors. New concepts of systems 
and control algorithms [10, 11] have been introduced, 
utilizing mainly the basic topologies of AC choppers. Later, 
other AC/AC chopper topologies [12-14], and even matrix 
converters [15], were proposed. These solutions, so far, 
have not found industrial approval. One of the reasons is 
the need for AC switches, which create EMC problems, 
commutation stress and increased switching losses. What 
is more, in direct AC/AC converters, the instantaneous 
active power values at the input and output are equal, which 
limits the functionality of these converters (the impact on 
network voltage parameters). 
 

 
Fig.1. Comparison of volume, losses, cost and controllability for 
power electronic arrangements of AVR technology referenced to 
standard distribution transformer [9] 

HT systems are devoid of the above mentioned 
disadvantages. The regulator function is satisfied by the 
back-to-back voltage converter [9, 16]. This feature makes it 
possible to separate a DC circuit, which can be the 
connection point for energy storage or DC sources, e.g. PV 
panels. The HT system also allows for double, series and 
parallel compensation, which gives similar properties as the 
Universal Power Quality Controller (UPQC) [17]. The 
difference mainly concerns the range of network voltage 
regulation and current compensation, that determine the 
power of the inverter. In the case of the distribution HT the 
range is 10% of the nominal voltage rating. Hence, one of 
the most important problems, although not covered by this 
article, is the proper protection of HT [18]. 
 
Hybrid transformer realization 
 In principle, two basic concepts of the construction of 
hybrid transformer systems, can be distinguished (Fig.2). 
The advantage of the first concept (Fig.2a) are the low 
currents and no converter neutral wire. On the other hand, 
in the case of UMV = 15kV (Fig.2b), the voltage of the 
inverters DC circuit requires a voltage level of about 2,3-
2,4 kV, which necessitates the use of high-voltage 
transistors. Therefore, the PWM carrier frequency will be 
less than in the second concept (Fig. 1b). From this reason, 
and because it is more difficult for the system presented in 
figure 2a to implement the protection infrastructure, the HT 
structure with the converter on the transformer primary side 
is not the subject of the presented study. 
 The functionality of the stepless hybrid transformer has 
been presented and investigated on an exemplary structure 
depicted in figure 2b. In PSIM v10 simulation software the 
HT model has been elaborated. A relatively simple control 

system, suited for balanced loads, has been implemented, 
providing regulation and stabilization of the load voltage 
fundamental harmonic. The presented research is the first 
step in the optimization process of the HT parameters and 
in the selection and development of the optimal control 
algorithm. 
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Fig.2. Hybrid transformer concepts: a) converter placed on DT 
medium voltage side; b) converter placed on DT low voltage side 
 
 In the chosen HT structure the power electronic 
converter is situated on the low voltage side of the 
distribution transformer DT. Thus, for the realization of the 
AC/DC and DC/AC parts of the converter, enabling the 
stepless load voltage Uo regulation, the 2-level three phase 
voltage source inverter structures in back-to-back 
configuration were selected.  
 The AC/DC part (Fig.2b), working in rectifier mode 
(conventionally – both parts enable bidirectional power flow) 
is connected to the beginnings of the dedicated tertiary 
winding (T) of the DT and will be referred to as Tertiary Side 
Converter (TSC). The endings of the T winding are short-
circuited and form the star-point of the tertiary winding. The 
inverter DC/AC part is series connected, to the S2 
terminals, with the secondary winding (S), and will be 
referred to as Secondary Side Converter (SSC). The middle 
point of the DC voltage circuit is the star-point of the DT 
secondary winding. This potential has to be led out to the 
load, in form of a neutral wire N, in order to power single 
phase, 230 V RMS devices. Due to the DT’s winding 
configuration (D/Y) the zero voltage component is not 
transferred from the P to the S winding. Therefore in the 
preliminary simulated cases the zero voltage component 
control loop was not included in the HT control system. 
 The SSC and TSC parts are controlled separately, 
wherein the TSC converter is responsible for the regulation 
of the Udc voltage of the DC circuit, whereas the SSC part 
generates the voltage Uconv added (geometrically) to the 
main secondary winding S voltage US, to regulate and 
stabilize the load voltage Uo of the HT. Therefore, the output 
HT voltage equals: 

(1) convSo UUU   

where: the underlined voltages are complex values. 
 

 The control system, in form of a block diagram, is 
depicted in figure 3. The blocks LPF1 and LPF2 stand for 
low-pass filters, which are an integral part of the HT. In the 
simulated circuit lossless models of semiconductor devices 
were used.  
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Fig.3. Hybrid transformer simplified converter control system block diagram 

 

 An indispensable element of the HT is a specialized 
switch, which enables bypassing of the SSC converter, so 
that the HT can work as a conventional distribution 
transformer, and the load is powered solely from the 
secondary winding. The bypass switch is the main 
protection device in situations of faults, such as 
overvoltages or short circuits, and it is not the subject of this 
article. 
 

Distribution transformer model 
 In the simulated HT circuit the three-phase three 
winding 600 kVA 15/0,4 kV distribution transformer is 
represented by the dedicated 3-ph 3-w Transformer block 
available from the PSIM software library [19]. The additional 
winding T, rated for only a fraction of the DT primary 
winding power, is dedicated for the TSC converter. The 
rated values, the model should resemble, and winding 
configurations, are listed in table 1.  
 The calculated DT equivalent circuit parameters, 
entered into the simulation block, are referred to its primary 
side and are listed in table 2. The short circuit parameters 
and magnetizing current are presented in table 3. 
 

HT control strategy 
TSC control scheme 
 The TSC part of the converter works as a PWM rectifier, 
controlled with the principles of the well-known Voltage 
Oriented Control – VOC scheme [20]. The control system 
was implemented in the orthogonal d-q coordinate frame, 
synchronously rotating with the T winding voltage space 
vector. The angle of this vector, denoted as ΘT, is calculated 
on the basis of the measurements of the phase voltages: 
uTa, uTb, uTc. The given three phase voltage system is 
transformed to the stationary, two-phase coordinate system, 
using the Clarke transformation, so that the uTα and uTβ 

components are calculated. The position of the tertiary 
winding voltage vector, with respect to the α-axis - ΘT, is 
calculated from: 

(2)   












T

T
T u

u
arctg  

With the knowledge of ΘT the Park transformation is 
possible, and the rotating d-q frame components uTd and uTq 

are calculated. The d-axis is aligned with the T winding 
voltage vector, thus uTq equals 0. 
 
Table 1. Three phase, three winding transformer rated values 

Parameter 
Winding 

Primary: P Secondary: S Tertiary: T 
Uxn 15 kV 400 V 40 V 
Uxfn 15 kV 230 V 23 V 
fn 50 Hz 

Winding config. D y* y 
Sxn 600 kVA 600 kVA 60 kVA 
Ixfn 23,04 A 866,03 A 866,03 A 
Nx 650 10 1 

x  {P, S, T}; Uxn – phase to phase voltage; Uxfn – phase voltage; fn 
– frequency of Uxn; Sxn – apparent power; Ixfn – phase current; Nx – 
number of turns; * - winding star point is formed by the converter 
DC neutral point. 
 

Table 2. Three phase, three winding transformer equivalent circuit 
parameters referred to primary side 

Parameter 
Winding 

P S T 
Rx [Ω] 3 10 29 
Llx [H] 0,085 0,113 0,17 
Lm [H] 17 

Rx – winding resistance; Llx – leakage inductance; Lm – magnetizing 
inductance. 
 
 

Table 3. Three phase, three winding transformer short-circuit 
parameters and magnetizing current 

x-y Uscx-y Uscx-y Rscx-y Xscx-y IoP IoP% 
  [V] [%] [Ω] [Ω] [A] [%] 

P-S 1468 9,79 13 62,204 
1,87 8,116 P-T 1990 13,27 32 80,111 

S-T 38,4 9,60 0,0092 0,021 

Usc – short-circuit voltage; Rsc – short circuit resistance; Xsc – short 
circuit reactance; Io – magnetizing current. 
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 In the T winding three currents are measured: iTa, iTb, iTc, 
which after filtering the high frequency components, are 
transformed directly to the rotating d-q frame system (also 
synchronously rotating with the T winding voltage space 
vector), by the use of the Clarke-Park transformation. The 
value of the angle ΘT is used and as a result, the 
components ITd, ITq are obtained. 
 In the outer TSC control loop the DC link voltage Udc of 
the converters is regulated. The output signal of the PI 
controller is the d-axis reference current ITd_ref. The active 
power of the TSC converter is proportional to the value of 
ITd. Through setting the reference current value in the q-axis 
on 0, the current of the T winding is in phase with the 
voltage (or counter phase, when ITd < 0), thus unity power 
factor operation is achieved. The TSC converter exchanges 
with the grid active power only.  
 In order to ensure high dynamic operation, decoupled PI 
current controllers have been applied. The control loops 
output signals UconvT_d_r and UconvT_q_r, used in the later 
PWM signal generation, are described by the equations: 

(3) TdTdTq1fTr_convTd UUILU    

(4) TqTq1fTr_convTq UILU    

where: ΔUTd, ΔUTq - output signals of the current controllers, 
Lf1 – inductance of the low-pass filter LPF1 [H].  
 
The result command values are directly transformed to the 
natural a-b-c system with the inverse Clarke-Park 
transform. The calculated uconvTa_r, uconvTb_r, uconvTc_r signals 
are sent to the PWM modulator (sinusoidal modulation with 
triangle 20 kHz carrier frequency signal). 
 

SSC control scheme 
 The SSC part of the system, series connected with the 
secondary S winding, is used to regulate the load voltage 
within the +/-10% limits of the nominal 400 V phase-to-
phase voltage. The load phase voltages uoa, uob, uoc are 
measured: and transformed to the α-β coordinate system 
(Clarke transformation), so that the uoα i uoβ components are 
calculated. Thus, the angle Θo of the load voltage space 
vector is obtained: 

(5)   












o

o
o u

u
arctg  

 With the knowledge of this angle, the α-β voltage 
components are transformed, according to the Park 
transformation, to the rotating reference frame, and the Uod 
and Uoq values are calculated. 
 In the system three load currents (ioa, iob, ioc) are 
measured and transformed directly to the rotating d-q 
reference frame, using the Clarke-Park transformation. In 
this way, the Iod and Ioq components are obtained. 
 The reference load phase voltage values are calculated 
according to equations: 

(6) )
2

sin(Uu oom_refoa_ref
   

(7) )
3

π2

2

π
Θsin(Uu οom_refob_ref   

(8) )
3

π2

2

π
Θsin(Uu οom_refoc_ref   

where: Uom_ref – load phase voltage reference amplitude [V].  
 

The reference values are directly transformed to the d-q 
frame, rotating synchronously with the load voltage space 
vector, thus Uod_ref and Uoq_ref are calculated. The d-axis is 
aligned with the load voltage space vector, hence the 
command voltage q-axis value of the SSC converter Uoq_ref 
is 0. The additive voltage generated by the SSC converter 
is in phase with the load voltage, and its regulation is 
performed only in the d-axis control loop. The outer Uod 
voltage PI regulator generates the reference Iod_ref current 
value. The converter command values are calculated 
according to equations: 

(9) ododoq2for_convSd UUILU    

(10) 0U r_convSq   

where: ΔUod – d-axis current controller output value; Lf2 – 
inductance of the low-pass filter LPF2 [H]. 
 
The result command values are directly transformed to the 
natural a-b-c system with the inverse Clarke-Park 
transform. The calculated uconvSa_r, uconvSb_r, uconvSc_r signals 
are sent to the PWM modulator (sinusoidal modulation with 
triangle 20 kHz carrier frequency signal). 
 
Simulation results 
 The performance of the system was tested for four 
characteristic events, occurring in the grid.  
 At first, the response of the HT to step changes of the 
voltage at the primary side of the distribution transformer 
was tested. This was achieved through the use of controlled 
voltage sources, generating 50 Hz symmetric three-phase 
sinusoidal voltages: UPA, UPB, UPC, connected to the 
transformer P windings. During the simulation there was a 
step change of the RMS value UP of these voltages: 

 - for (t ≤ 0,1 s) UP = UPn = 15000 V; 
 - for (0,1 s < t ≤ 0,2 s) UP = 0,9UPn = 13500 V;  
 - for (t > 0,2 s) UP = 1,1UPn = 16500 V;  

 The system was supposed to maintain the load voltage 
on its nominal level, equal 230 V RMS, hence the reference 
amplitude was set at: Uom_ref = 325 V (conf. eq. 6, 7, 8). At 
the beginning of the simulation, the current in the S winding 
did not flow. After 0,05 s the load switch was closed. After 
this event, between the terminals L of the S winding and the 
neutral wire N, the symmetric three-phase load was turned 
on (series per-phase Ro-Lo connection), which equaled: Ro = 
0,5 Ω; Lo = 0,35 mH; cosϕo = 0,98. The results of the 
simulation, in the form of selected waveforms, are 
presented in figures 4 – 10. 
 In the second case, the response of the HT to abrupt 
changes of the load impedance, in conditions of constant 
primary side supply voltage UP, was tested. During the 
simulation the load was changed as follows (per-phase 
values, connected between the L-N terminals): 

- for (t ≤ 0,1 s): Ro = 0,64 Ω; Lo = 1 mH; cosϕo = 0,9 
- for (0,1 s < t ≤ 0,2 s): Ro = 0,32 Ω; Lo = 1 mH; cosϕo = 0,71 
- for (t > 0,2 s): Ro = 0,64 Ω; Lo = 1 mH; cosϕo = 0,9 

The results are presented in figures 11 – 17. 
 In the third simulation the event of unbalanced voltages 
of the grid has been presented. A 10% voltage dip in phase 
A of the supply phase voltage UA (three phase voltage 
sources UA, UB, UC: Y-connected) was prepared, so the 
phase voltages (RMS) were: UA = 7794 V; UB = 8660 V; UC 
= 8660 V. During the test the load impedance was constant 
and equaled (per phase): Ro = 0,55 Ω; Lo = 0,35 mH; cosϕo 
= 0,981. The results presenting the response of the system 
in steady state conditions are depicted in figures 18 – 25. 
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Fig.4. Transformer secondary side voltages in d-q frame USd, USq 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.5. SSC converter voltages in d-q frame voltage Uconvd, Uconvq 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.6. Load voltages in d-q frame Uod, Uoq  
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Fig.7. Load phase a voltage uoa 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.8. Tertiary winding d-q frame currents: ITd, ITq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.9. Load current d-q frame components: Iod, Ioq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.10. Converter SSC DC link voltage Udc and active power Pdc 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.11. Transformer secondary side voltages in d-q frame USd, Usq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.12. SSC converter voltages in d-q frame voltage Uconvd, Uconvq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.13. Load voltages in d-q frame Uod, Uoq  
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Fig.14. Load phase a voltage uoa 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.15. Tertiary winding d-q frame currents: ITd, ITq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.16. Load current d-q frame components: Iod, Ioq 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.17. Converter SSC DC link voltage Udc and active power Pdc 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.18. Grid (MV) phase voltages: UA, UB, UC 

 

 
 
 
 
 
 
 
 
 
 
 
 
 

Fig.19. DT S-winding phase voltages: uSa, uSb, uSc 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.20. Load phase voltages: uoa, uob, uoc 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.21. SSC Converter output voltages: uconva, uconvb, uconvc 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.22. Load phase currents: ioa, iob, ioc 

 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
Fig.23. Tertiary winding phase currents: iTa, iTb, iTc 
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Fig.24. Converter SSC DC link voltage Udc 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.25. Converter DC link voltage components Udc1, Udc2 
 
Conclusion 
 The operating conditions of the power system change 
rapidly. As a result voltage fluctuations in the grid become 
severe. In the future this problem is expected to grow, and 
the current AVR solutions may not be sufficient.  
 In the article the work of the stepless hybrid distribution 
transformer, combining the features of a conventional low 
frequency transformer with the regulatory capabilities of 
modern power converters, was described. This idea meets 
the requirements of modern AVR devices and is an 
attractive and competitive alternative in terms of price and 
reliability, to the currently intensively studied SST solutions. 
 The presented HT basic control algorithm and 
elaborated model were tested in form of simulation studies. 
The preliminary results show proper operation in situations 
of variation of the supply voltage, load impedance, and load 
switch operations. The system was able to restore the load 
voltage to the command nominal value in times below 20 
ms and maintain it on the desired level. The presented 
structure was also tested in terms of Primary side supply 
voltage unbalance. During steady state operation the HT 
ensures the balance between the load phase voltages.  
 Due to the high DT short-circuit power (with respect to 
its nominal power, conf. Tab.1 and Tab.3) no significant 
impact of unsymmetrical loads on the DT S-side voltages 
was found. Currently research related to DTs with lower 
short-circuit power (max. 4 to 5 times greater than the DT’s 
nominal power) is being conducted. The results will be 
published in subsequent articles. 
 The presented research is the preliminary part of a 
project, carried out by the scientific-researches consortium 
in cooperation with the industry, aimed at the development 
of the optimal HT structure and control algorithm. The 
research is still underway. 
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