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Abstract: The estimation of electric power utilization, its baseload, and its heating, light, ventilation,
and air-conditioning (HVAC) power component, which represents a very large portion of electric-
ity usage in commercial facilities, are important for energy consumption controls and planning.
Non-intrusive load monitoring (NILM) is the analytical method used to monitor the energy and
disaggregate total electrical usage into appliance-related signals as an alternative to installing multi-
ple electricity meters in the building. However, despite considerable progress, there are a limited
number of tools dedicated to the problem of reliable and complete energy disaggregation. This
paper presents an experiment consisting in designing an electrical system with electrical energy
receivers, and then starting NILM disaggregation using machine learning algorithms (MLA). The
quality of this disaggregation was assessed using dedicated indicators. Subsequently, the quality
of these MLA was also verified using the available BLUED data source. The results show that the
proposed method guarantees non-intrusive load disaggregation but still requires further research
and testing. Measurement data have been published as open research data and listed in the literature
section repository.

Keywords: NILM; MLA; energy efficiency management; energy disaggregation

1. Introduction

With the growing demand for electricity and the growing awareness of society about
the effects of unsustainable development, there is a need for an in-depth analysis of
electricity consumption by both individual and business consumers [1]. The purpose
of such an analysis is to indicate the possibilities of reducing the volume and costs of
energy consumption by observing consumption, analyzing information and data, drawing
conclusions, implementing real optimization activities and consumption forecasting [2]. A
typical analysis of electricity consumption for the entire building, which is based on monthly
readings of consumption values on the main line supplying the facility (main power input;
MPI) is not an appropriate approach in this case, because it does not provide satisfactory
information about energy consumption from both the main line and through individual
sub-circuits [3,4], e.g., lighting, ventilation, air conditioning, heating, etc. Even when
MPI measurements are concentrated to more frequent readings, e.g., every 15 min, only a
detailed insight into energy consumption in specific sub-circuits opens wide opportunities
to verify the current state and take optimization actions [5,6]. The risk is that with more
meters, their potential failures may result in incorrect data [7].

In practical implementations of telemetry systems for measuring electricity consump-
tion (appliance load monitoring; ALM), several solutions can be found, which are divided
into intrusive (intrusive load monitoring; ILM) and non-intrusive (non-intrusive load mon-
itoring; NILM) methods. In the first method, measurement systems with one measurement
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point at the MPI supply line (single-meter measurement systems) are used, sometimes with
additional meters at terminals of each device or at a separated sub-circuit (multi-meter
measurement systems) [8]. This means that single-meter systems are in some cases ex-
tended by further measurement points as physical electricity meters installed on isolated
sub-circuits. In such configurations, data are read locally and then aggregated data are
transmitted to IT application/database. The other intrusive category consists of advanced
metering infrastructure (AMI) analyzers, enabling remote readings of electricity consump-
tion from one or many meters (energy consumption reading) and monitoring of network
quality parameters.

The use of many meters for monitoring electricity consumption introduces numerous
limitations. In the case of local readings, it is necessary to be physically present at the
meters and note the electricity consumption values. Remote measurements are a significant
facilitation, but require collecting data locally, processing and sending them to the analytical
server using available transmission technologies. The economic aspect is an important
limitation as increasing the measurement points requires the installation of more electricity
meters and the necessary peripheral devices (more current transformers and cabling), which
increases the cost of metering the entire system. In addition, all data must be collected in a
local central unit and sent to analytical servers, which generates the need to provide wired
or wireless data transmission. It should also be noted that the expansion of the measuring
system causes an increase in electricity consumption for powering the measuring system
itself. Multi-counter ILM systems enable monitoring energy consumption in individual
sub-circuits, which facilitates taking optimization measures in these sections.

In recent years, attempts have been made to replace multi-counter measurement
systems with non-intrusive technologies, in which the physical separation of sub-circuits
or devices has been replaced with algorithms for data analysis obtained because of high-
frequency sampling of the MPI signal. Among the available technologies, NILM (also
known as NIALM; non-intrusive appliance load monitoring) should be distinguished, first
proposed by Hart et al. [9]. NILM is a technology for separating a household’s aggregate
electricity consumption information. Although this technology was developed in 1992, its
practical usage and mass deployment since then have been rather limited, possibly because
the commonly used datasets are not adequate for NILM research [5]. This method requires
the installation of only one electricity meter located on the main supply line (Figure 1).
The monitored signal is sampled, and analytical algorithms are designed to separate the
signals of devices operating within the collective signal. If a new device is connected to
the network, there is no need to install additional physical meters (as is the case in ALM
systems), because well trained analytical algorithms can indicate subsequent devices as
part of the collective MPI signal.
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Previous studies have shown that the practical application of NILM technology has
some disadvantages, as the detection of electrical devices in collective signals is still limited
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and imperfect [8,10–12]. The subject of this research is the experimental verification of
whether and to what extent NILM can replace multimeter measurement systems. Taking
up the topic is justified due to the above-mentioned limitations of intrusive methods. The
following research questions were formulated:

• How can we identify and separate the measurement components of individual devices
included in the collective signal?

• Why has NILM technology not replaced multi-meter metering systems so far?

The inspiration for the research was to check the effectiveness of artificial intelligence
algorithms enabling NILM decomposition at a high level of device identification. The
selected experimental research method is used in the study of phenomena that should be
traced as occurring on the time axis and the researcher has control over the experiment
and can directly, precisely, and systematically manage its course. The presented method,
in particular the measurement system, used algorithms, and created dataset, represents a
comprehensive approach to NILM. The novelty is the method of conducting the experiment
and the results obtained: the NILM measurement system was designed, and then artificial
intelligence algorithms were used to disaggregate the signal, the selection of which was
adjusted to the characteristics of the collected data. The algorithms were compared using
characteristic measures (precision, recall, F-measure) and the collected measurement data
were made publicly available under the name SESNED. Then, the effectiveness of the
algorithms was re-verified on the available, public BLUED dataset.

The structure of this paper is as follows: After the introduction, the theoretical foun-
dations of NILM are presented. The next section contains a description of the research
methodology, and the following section describes the method of conducting the experiment.
In Section 6, the algorithms used for the analysis of experimental data are validated by
an analysis of data from the NILM open data source BLUED. The last part of this paper
contains conclusions, implications, limitations, and future work. The results presented in
this publication are a part of the research project “SESCOM’s Business Intelligence Platform
for energy saving and smart facility management”.

2. State of the Art Analysis
2.1. NILM System Structure

Nowadays, information on the current level of electricity consumption is obtained
from electricity meters using digital signal processing methods. One of the key challenges
for NILM systems is to select the appropriate current and voltage measurement parameters
for further processing. On the one hand, the higher sampling frequency of measurements
allows for the identification of a larger spectrum of characteristic indicators describing
energy consumption. On the other hand, higher costs are associated with data processing,
transmission, and storage. The components of a typical NILM system are shown in Figure 2.
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Figure 2. An example architecture of the NILM system. Figure 2. An example architecture of the NILM system.

The first stage of the NILM system is the meter (Figure 2), whose main task is to
measure a given electrical quantity (voltage, current). Then, during sampling and data
acquisition, the measured values are saved in the computer memory and then in the
cloud. The next step is to determine the characteristic values (the so-called signatures) that
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allow the identification of devices and the estimation of their status. The ability to select
characteristic values is determined mainly by the sampling frequency of the measurement
system. Usually, the following division is adopted:

• low frequency measurements (0–60 Hz),
• medium frequencies measurements (1–50 kHz),
• high frequency measurements (0.5–50 MHz).

Before starting the NILM system, it is necessary to identify the characteristic behav-
iors for each of the devices. In NILM systems, devices can be classified by their mode
of operation:

• Two-state devices: devices whose operating status can be one of two values (on/off)
with one time-independent operating parameter (usually it is power).

• Discrete devices which operating status can be inactive or active in one of countable
values of time independent parameter (n − 1 value of power).

• Devices with an infinite number of states: Devices whose power consumption changes
smoothly and can be different between their subsequent activations. This is the class
of devices that is most difficult to identify due to their variable nature. Determining a
profile that would allow to develop a signature that is constant during the use of such
a device is very demanding [13].

• Constant energy consumers: devices that have only one permanent mode of operation.

The next step is to detect the event, e.g., based on changes in characteristic values in
subsequent data frames. Since many devices can operate at the same time, most NILM
methods recognize only the last device that changed its status, and then, looking at the
power drawn from the network and the status of other devices, determine the power
consumed by the device that triggered the new event.

2.2. Signatures and Characteristic Values

Each of the electrical devices is characterized by a profile called a signature. In
the early 1990s [9], a method was developed to recognize switched-on devices using
active and reactive power as signatures. In later years, it was proposed to use other
characteristic values, such as transient waves [14], harmonics spectrum [15], current and
voltage [16], electromagnetic interference spectrum, power-on interference spectrum [17],
and the starting current [18]. Many of the NILM methods, in addition to examining the
signatures for single devices [19], also examine the values characteristic for all possible
combinations of devices in order to facilitate the identification of groups of devices. It
should also be mentioned that, in addition to methods that use steady states of the system,
there are also those that use transient states [14,16,20].

2.3. Macroscopic Signatures

Signatures obtained from low-frequency measurements (below fn—rated frequency
of power supply) give the opportunity to know macroscopic features, such as active and
reactive power. Research conducted at EPRI (Electric Power Research Institute) and MIT
(Massachusetts Institute of Technology) [8,15,21] found that signatures based on active
and reactive power can be used to identify and disaggregate signals of electrical devices,
including device transients during startup. In publications [22,23], it was proposed to add
values based on the slopes and edges of the current intensity signals to the signature, which
would help solve the problem of identifying transients in the case of devices that have a
long start-up time, e.g., electric motors.

2.4. Microscopis Signatures

Signals and features obtained during measurements with a higher frequency (>fn) are
called signatures at the micro level and allow to know the so-called microscopic features [24].
Microscopic signatures are harmonic values and include the Fourier transform of the signal,
Fourier transform of the noise signal, signals in the time domain, etc. The use of these
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signatures requires the use of high-end sensors and expensive equipment for collecting
data at high frequency. The authors in [15] proposed adding higher harmonics as the third
dimension of the ∆P-∆Q plane, which shows the dependence of active power changes as a
function of reactive power changes. This provides additional characteristic values, which
allow to distinguish two devices having identical signatures on the ∆P-∆Q plane. Most
often, the use of higher harmonics is limited to the 11th harmonic level. The information that
harmonics provide is most helpful in identifying non-linear devices with non-sinusoidal
current flow. To improve the recognition of devices with variable load, in the study [25] the
authors used the first few STFT (short-time Fourier transform) factors as an extension of
harmonic information. In turn, in [20], the noise spectrum of the measured voltage signal
was used to detect sudden changes in the signal that occur when new devices are connected
to the grid and switched on. This approach allows devices to be identified in the frequency
domain when their transient features occur simultaneously in the time domain. However,
this solution requires a transient noise analysis, which is computationally very expensive.
It is necessary to train the NILM system for each device in all possible combinations of
operating devices, which is time consuming to both measure and calculate. In addition
to harmonics and the Fourier transform, other signatures are also used in disaggregation,
e.g., the wavelet transform, the geometric shape of the current-voltage curve [26,27], and
the transient energy [28]. The wavelet transform represents the physical behavior of the
load in the transient state and provides information about simultaneous location versus
time and frequency, which cannot be provided by the Fourier transform [8]. It is worth
mentioning that to improve the results of identification and disaggregation, it is advisable
to use many different signatures, as indicated by the authors in [24].

2.5. Unconventional Signatures

Less conventional signatures are used in new research into NILM systems. These
signatures are used to provide the NILM system with additional information about the
operation of the device that is not contained in the previously mentioned signatures. An
example of such signatures is time, time of day, temperature, and light intensity [29,30].

2.6. Disaggregation Algorithms

The purpose of the disaggregation algorithms is to recognize devices that are included
in the aggregated total load signal. The literature indicates many different disaggregation
algorithms based on machine learning, which can be broadly divided into two groups:
supervised learning and unsupervised learning. The supervised learning approach requires
that the classifier be trained using data with information about all active devices. This
analytical approach makes it difficult to detect new devices in the system. Therefore, each
extension requires re-training the algorithm and teaching to identify and distinguish/isolate
operating load components. In recent years, there has been an increase in the popularity of
methods that use unsupervised learning techniques [8]. These methods do not require the
use of descriptive data. In this class of algorithms, probabilistic models, such as the factorial
hidden Markov model (FHMM), can be used to simulate device behavior. Other methods
also deploy machine learning techniques, such as sparse coding [31]. The disadvantage
of solutions using unsupervised learning methods is that they provide less information,
while their great advantage is the ease of implementation [32].

2.7. Supervised Learning Algorithms

Supervised learning methods require the preparation of a labeled dataset. Super-
vised systems can be trained both online and offline [8]. In the case of online learning,
data are tagged in real time and used for learning at the same time. In the case of of-
fline learning, devices are monitored in a special environment according to a previously
developed scenario.

Assembling a measurement unit for each device to obtain data is usually a costly and
time-consuming endeavor. In an alternative approach, presented in [33], devices are turned
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on sequentially to study their effect on the aggregate load. Currently, there are several
datasets available on the Internet that have tagged data for many household appliances
(see Section 2.12), allowing researchers to train machine learning models without going
through a tedious data collection procedure. In addition, using the same data allows to
compare the effectiveness of different methods and algorithms.

Supervised learning algorithms can be divided into two groups: pattern recognition
algorithms and optimization methods. The former are based on identifying devices when
a new device is detected, while the latter do not require the occurrence of events as they
carry out identification of the network status in a continuous mode.

Deep neural networks (DNNs) have been successfully applied to energy disaggrega-
tion in a supervised way. DNNs can inherently learn the discriminative signatures of the
different appliances [34]. These methods try to automatically reveal the temporal structure
embedded in the observation data [35]. Zhang at al. investigated several DNNs, such as au-
toencoders and seq2seq learning [36], and further proposed a sequence-to-point (seq2point)
network to handle the energy disaggregation problem. Pan et al. [37] proposed a sequence-
to-subsequence (seq2subseq) learning in NILM, which makes a trade-off between seq2seq
and seq2point learning.

2.8. Event-Based Algorithms

The original NILM algorithm proposed in [33] was based on pattern recognition.
Methods that work this way are usually based on the following three steps: event detection,
feature extraction, and pattern matching. The detection of the event consisted in identifying
one of the available variations by the edge detector.

In subsequent, more developed methods, it was proposed to use other event detection
criteria: detection of sudden jumps, ramps, small oscillations [23], large oscillations [38]
and power fluctuations [39]. After detecting an event (turning on a newly connected device
in the network), the required features are extracted, and then the inferred features are
matched to a pattern consistent with the signature database. To match the new feature
vector to the cluster consistent with the feature vector of a given device, the authors in [33]
used the maximum likelihood estimator (MLE). In studies [24,40], the use of the Bayesian
approach was proposed. It consists in the fact that based on changes in the power level
and characteristics corresponding to a given change in the state of the entire system, the
so-called naive Bayes classifier. A set of trained binary classifiers should identify all devices.
The authors in [8] noted, however, that this method works properly only when it can be
ensured that the state of all devices in the system is not correlated, which is not always a
realistic assumption.

In the study [8], an example of identifying switched-on devices based on infor-
mation about the course of active and reactive power can be found. Clustering was
used as a HTA (histogram thinning approach) method. Compared to Bayesian methods,
Bayesian classifiers perform better in the case of consumers characterized by historical
electricity consumption.

When it is required to recognize many devices, it is recommended to use machine
learning with supervised learning. These methods allow to build any vector of features
containing both time information and transitions between states [41]. One of the most
popular methods in this category are artificial neural networks (ANN) [42] and hidden
Markov models (HMM) [43]. The effectiveness of methods using machine learning strongly
depends on the choice of features that are to be included in the signature. Learning NILM
systems based on machine learning requires large computational resources which grow
with the growth of the feature vector and the number of devices to study. It typically
requires much more tagged data than other methods and adding a new device requires
retraining the entire system.

K-nearest neighbors (k-NN) algorithms are used in situations, where there are many
unlabeled devices [44]. Another popular solution is the use of support vector machines
(SVM) [44–46]. In the study [46], the authors propose the use of SVM classifiers to-
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gether with GMM (Gaussian mixture model) classifiers to create hybrid classifiers. In
the SVM/GMM classifier, the GMM demonstrates how the current waveforms are dis-
tributed, and the SVM classifies the calculated power characteristics [8]. To improve the
operation of classifiers, various algorithms can be combined to create hybrid models, which
were presented by [24].

Random forest [47] is an estimator that produces a series of decision trees for multiple
subsamples of the training set. By averaging multiple values from multiple decision trees,
prediction is improved and the overfitting to the training set that occurs when using single
random trees for classification is reduced. The main metaparameter of this algorithm is the
number of binary trees used. When learning random forest parameters, two metrics are
most used: the Gini index or entropy [48].

2.9. Optimization Methods

Another category of supervised learning algorithms are optimization algorithms, also
called eventless algorithms. An example of such an algorithm is the method proposed
in [49]. This method tries to find the best match between the unknown measured aggregate
load and the known load in the database. Matching uses features extracted from loads
coming from one or more devices. Several other methods, including integer programming
and genetic algorithms, can be found in the literature [49–51]. The main challenges in
implementing optimization methods are the simultaneous disaggregation of combinations
of many devices and failure to correctly recognize the device due to the similarity to more
than one load pattern in the reference database. The problem of complexity increases to a
critical level when unknown loads appear in the aggregated signal, because in this case it is
not possible to identify any of the devices.

2.10. Unsupervised Learning Algorithms

Unsupervised learning algorithms in the context of NILM have been used relatively
recently, hence the amount of literature on the subject is not as extensive as in the case of
supervised learning. The advantage of this methodology is that no prior knowledge of
device signatures is required, which contributes to lower costs (time and hardware). This
makes unsupervised learning a promising alternative to supervised learning.

As in the case of optimization methods, unsupervised learning algorithms are event-
less [8]. Device features are learned by the algorithm automatically over a long period of
time, often days or months [52,53], when during training the signatures are assigned to
one of several classes [54]. It is required to assign an appropriate label to each of these
classes, which can be done by a human or automatically, using the BIF (Bayesian inference
framework) [55]. FHMM (factorial hidden Markov models) and AFHMM (additive factorial
hidden Markov models) are examples of unsupervised learning algorithms that occur in
the literature in the context of electrical signal disaggregation [52,56]. In the study [57],
FHMM and three of its most popular extensions were used to decompose the aggregated
household connection load.

2.11. Evaluation of the Accuracy of the Disaggregation Algorithms

The rapid increase in the popularity of NILM techniques made it necessary to stan-
dardize the presentation of results [8]. The most common metrics are:

• TPR (true positive rate) and FPR (false positive rate), defined as:

TPR =
TP

TP + FN
(1a)

FPR =
FP

FP + TN
(1b)

where: TP (true positive) is the number of true positive events, FN (false negative) is
the number of false negative events, FP (false positive) is the number of false positive
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events, and TN (true negative) is the number of true negative events. TPR and FPR
can be visualized by the receiver operating characteristic (ROC) presented in Figure 3,
which is often used in comparing pattern recognition algorithms [8]. On the ROC
curve, the best detector should be at the position corresponding to TPR = 1 and
FPR = 0.

• Precision and Recall: similar to TPR and FPR, precision and recall (sensitivity/sensitiveness)
use the values of TP, TN, FP, and FN, and are defined as:

Precision =
TP

TP + FP
(2a)

Recall =
TP

TP + FN
(2b)

• F-measure (F1 or F-score): the F-measure is the harmonic mean using the definitions
of precision and sensitivity and is defined as:

Fβ =

(
β2 + 1

)
·Precision·Recall

β2·Precision + Recall
(3)

where a positive factor β determines the influence of the precision and sensitivity
values on the F-measure result (β = 1—precision and sensitivity equally important;
β < 1—precision more important; β > 1—sensitivity more important).

• Confusion matrix: each element of the confusion matrix represents how often it was
confused with other elements of the matrix or how often it was classified correctly.

• Total energy of change: The previous metrics assume that all classification events
are equally important, although some devices consume more energy than others.
Therefore, considering the weights for each device could help to introduce a parameter
to normalize this phenomenon [32].

• Hamming loss: all information lost due to misclassification can be defined by the
Hamming loss, which is the ratio of misclassified labels to all labels [58].
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2.12. Open Data Sources

To assess the accuracy of the disaggregation algorithms, it is required to use datasets
that contain both the total power consumed by all devices connected to the connection and
the energy used by individual devices. Below is a list of open datasets that can provide
useful data for NILM systems:

• REDD: Reference Energy Disaggregation dataset, containing data from six households,
published in 2011, was the first open dataset that could be used to study disaggre-
gation algorithms and at the same time became one of the most widely used for this
purpose [59].
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• BLUED: The Building Level fully labeled dataset for Electricity Disaggregation was
published in [60]. The BLUED dataset contains measured voltage and current data at
12 kHz, collected in one household over a period of one week. Although the dataset
does not have data on the electricity use of individual devices, it does contain labels
describing exactly when and what devices were activated, which is sufficient for
evaluating event-based algorithms.

• Smart*: The Smart* project report published in 2012 [61] includes data from three
homes in Massachusetts, USA. Although it does not have data on the use of energy
by individual devices in two houses, it does contain data on the temperature and
humidity inside the houses and the weather.

• Household Electricity Survey: The Household Electricity Survey is a dataset pub-
lished in 2012 with data from 251 homes, with 14 of them measured aggregate grid
load [62].

• Tracebase: The Tracebase dataset has data from both home and office devices that
have been collected using Plugwise devices [63].

• AMPds: The Almanac of Minutely Power dataset was published in [64] and includes
data collected in one home over a period of one year. In 2014, the AMPds2 dataset
was published, which included data from the following year. The dataset includes
measurements of the aggregated load and energy used by individual devices.

• iAWE: Indian data for Ambient Water and Electricity Sensing collected in one home
over 73 days was published in [65]. The dataset includes measurements of the aggre-
gated load and energy used by individual devices.

• BERDS: BERkeley EneRgy Disaggregation Dataset contains a set of measurements
taken on the UC Berkeley campus, published in [66]. The tested devices include
lighting units, pumps, heating, ventilation, and air conditioning. For some of the
devices, additional data has been provided in the form of, e.g., air flows.

• ACS-F1: The Appliance Consumption Signatures-Fribourg 1 dataset contains mea-
sured electricity consumption data (active power, reactive power, current RMS, phase
between voltage and current) collected twice an hour from one hundred household
appliances [67].

• UK-DALE: The UK Domestic Appliance-Level Electricity dataset published in [68]
includes data from five homes collected over 655 days at 16 kHz for aggregate power
and 1/6 Hz for individual appliance power consumption.

• ECO: The Electricity Consumption and Occupancy dataset published in [69] includes
data collected from six homes in Switzerland. Data was collected at a sampling
frequency of 1 Hz.

• GREEND: The GREEND dataset published in [70] includes data collected from nine
homes in Italy. The sampling frequency was 1 Hz.

• SustData: The SustData dataset contains data collected from 50 homes at one-minute
intervals [71].

• COMBED: The Commercial Building Energy Dataset contains data from 200 sensors
collected on a campus in India at intervals of 30 s [72].

• PLAID: The Plug-Level Appliance Identification Dataset contains 30 kHz rate sampled
current and voltage of eleven different household appliances present in fifty-five homes
in the United States [73].

• DRED: The Dutch Residential Energy Dataset was published in 2015 and provides
information on the energy performance of homes in the Netherlands [74].

• Dataport (Pecan Street): The Dataport Dataset published by Pecan Street Inc. is the
largest source of disaggregated energy measurement data in the world, freely available
for academic purposes [75]. The database contains data from 722 homes located in
Texas, Colorado, and California. The data were collected at one-minute intervals and
include the aggregated load and for each device separately.

• OOLL: The Controlled On/Off Loads Library dataset published by the PRISME
laboratory of the Université d’Orléans in France contains measurements of current
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and voltage with a frequency of 100 kHz for forty-two devices belonging to one of
twelve classes [76].

• WHITED: The Worldwide Household and Industry Transient Energy Dataset contains
start-up data (first five seconds) of one hundred and ten different devices in six
different regions around the world, collected at a sampling rate of 44 kHz [77].

The presented list of datasets describes only a certain part of the resources. More
appropriate data for a specific experiment can be found in [78].

2.13. Open-Source Tools for NILM

As a result of the growing popularity of disaggregation of energy signals, comparing
the disaggregation algorithms proposed by the world of science has become a major
challenge. Since many different data sources for NILM have appeared in recent years
usually run in a different way, there was a lack of standardized metadata that would
allow the use and comparison of these datasets. This is due, among other things, to
the fact that many scientists use datasets collected by themselves, as well as there is no
standardized set of metrics used by researchers. The lack of standardized performance
metrics for disaggregation algorithms motivated the development of the non-intrusive load
monitoring toolkit (NILMTK), a toolkit that is used to compare disaggregation algorithms
in a reproducible way. NILMTK provides a parser for several existing datasets, a set
of pre-processing methods, and a collection of metrics to measure the accuracy of the
disaggregation algorithms [58]. In addition, two algorithms have been implemented,
combinatorial optimization and HMM, which can be used as a basis for comparisons. In
turn, in the study [79], the authors proposed a hierarchical scheme of data recording for
energy disaggregation, which create models of devices. This schema was published as
an open-source tool and is commonly used by researchers for creating datasets. Since
NILMTK was designed with small datasets in mind, in the study [80] the authors proposed
the NILMTK v0.2 tool, which enables working with larger datasets by segmenting them
and loading them fragmentarily into the computer’s memory. In addition, NILMTK v0.2
offers wider support for several types of metadata contained in datasets.

3. Methodology

In accordance with the assumptions of the project “SESCOM’s Business Intelligence
Platform for energy saving and smart facility management”, research on the practical use
of NILM in detecting the operation of individual electrical devices in a collective signal
was carried out in the form of an experiment.

The experiment was aimed at both verifying the effectiveness of NILM algorithms
and checking the usefulness of NILM in commercial telemetry projects, where multi-
counter measurement systems would be replaced with a single-counter system and NILM
algorithms. For the purposes of this study, a laboratory electrical system with connected
devices was designed and built, and then scenarios of interference in the state of these
devices were developed, consisting of various times and sequences of switching on and off
electrical receivers. The scenarios were performed for many hours in total, and the high
frequency sampled signal was stored in a repository on a prepared server.

The analysis of the recorded data was performed using three analytical algorithms:
k-nearest neighbors, neural networks, and random forest. The choice of algorithms was
based on popularity of algorithms in research on small datasets for machine learning and
universality of algorithms for data with different characteristics. In particular, the k-nearest
neighbors’ algorithm is considered a low-complexity algorithm, while the random forest is
a common method for tabular data with a small number of variables. Neural networks, in
turn, work well in the case of games where the values of continuous signals are measured.
The operation of the algorithms can be compared by creating a classification report in
which various parameters are compiled. The most frequently compared measures include
precision (how many of the positively predicted examples are positive), recall (the share
of correctly predicted positive cases among all positive cases, including those that were

D
o

w
nl

o
ad

ed
 f

ro
m

 m
o

st
w

ie
d

zy
.p

l

http://mostwiedzy.pl


Energies 2023, 16, 2275 11 of 26

incorrectly classified as negative) and F-measure (the harmonic mean of the precision and
recall; the closer to 1, the better classification algorithm).

NILM analytical algorithms have also been validated using BLUED data, commonly
used in NILM [78] high-frequency studies (sampling frequency > 1 Hz). BLUED was
selected due to the completeness of this set as a set of high-frequency data collected
during the measurement of the electrical signal from the building in which approximately
50 electrical energy receivers (devices) were identified. The BLUED set, in addition to
voltage and current measurements, has event markers which enables precise identification
of the activity of individual devices in the dataset. The use of the BLUED model dataset for
NILM disaggregation with the use of the indicated three algorithms is aimed at checking
how the results of the data analysis obtained in the experiment coincide with the results of
the BLUED data analysis.

4. Experiment Design

To support our research on a NILM solution, a dataset with requirements was needed.
Therefore, the decision was made to pursue the development of a new dataset. The
measuring system was equipped with power sockets, which allowed for the simultaneous
connection of an air conditioner, two light bulbs (LED and incandescent), a home router,
and an electric heater (Figure 4). A synthetic description of the experiment is included
in Table 1.
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Table 1. Aggregate information about the experiment.

Element Description

Loads

• Electric heater
• Air conditioner
• Two led lamps and one standard incandescent light bulb
• Home router

Scenarios

• Random switching on/off of devices, short intervals between switching
on/off the next device ~5–15 s, large differences in device
operation time)

• Units turned on one at a time with a two-minute delay between
status changes

• Devices turned on in pairs with a two-minute delay between
status changes

• Random runs (test sequence).

Measurements

• Ih1-10(t)—the amplitudes of the first ten harmonics of the current
• ih1-10(t)—instantaneous values of the first ten harmonics of the current
• ϕh1-10(t)—phase shifts of the first ten harmonics of the current
• IRMS, IAV, Imax, IDC—current values: rms, average, maximum and

DC component respectively
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The following assumptions were made in preparation for the NILM experiment:

• To implement the experiment scenarios, the devices will be controlled in the given
research scenarios by an external controller, implemented using the RaspberryPI
microcomputer.

• The non-invasive YHDC AC SCT 013-030 sensor will be used to measure the current,
• Data will be collected by the LabJack U3 chip and stored on the Apache Kafka server.

The data will be processed using analytical algorithms selected for the experiment on
this server.

• Sampling frequency f = 2 kHz (experimentally determined for the built system).

5. Results Analysis

The set of data (77,742 samples) was collected over a total of 21 h and 25 min. They
were divided into a training set (58,306 samples) and a test set (19,436 samples), which
contained 75% and 25% of all data from the input set, respectively. The planned scenarios
were included in both collections. All experiments assumed a search of hyperparameter
values and report the dependence of the results on the values corresponding to individual
hyperparameter models, thereby enabling the best configuration of a given model to be
found. The measurement results were analyzed using three implemented methods:

• k-Nearest Neighbors,
• Neural Networks,
• Random Forest.

5.1. k-Nearest Neighbors (k-NN)

The k-NN classification approach presented below aims to assign each example to a
possible combination of device states (which are assumed to be binary, corresponding to
the status of the switch).

With the increase in the number of nearest neighbors considered when determining
the status of the device, the value of the F-measure decreased, and the best results were
obtained for 5 neighbors (Figures 5a and 5b, respectively). The influence of the method of
selecting the nearest neighbors did not affect the correctness of the classification (Figure 5c).
The drawings in the Figure 5 contain the so-called 95% confidence interval (black sections on
the measurement bars), which (in this case) is of negligible importance in the interpretation
of the results.

5.2. Neural Networks

The neural network was adopted as structure with a different number of fully con-
nected layers (called hidden layers) and with a different number of neurons in them (the
number of neurons determines the size of the layer). For each model, the last layer of the
network, which consisted of four neurons, was identical, followed by a sigmoidal activation
function. Subsequent models differed in the number of hidden layers and their size. After
each layer, one of two activation functions was selected: ReLU (rectifier linear unit) or
hyperbolic tangent (tanh).

The Adam optimizer was selected as the model weight selection algorithm. The high-
est accuracy value was achieved for two hidden layers (Figure 6a). Figure 6b shows that the
optimal number of neurons in the hidden layers should be in the range of 32–64. The hy-
perbolic tangent as an activation function in the part of the network responsible for feature
extraction had a slightly better classification accuracy than the ReLU function (Figure 6c).
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5.3. Random Forest

The values of two important hyperparameters were tested: the collection impurity
measure and the number of trees in the classifier. The two measures of impurity of a set
available for a classification problem are entropy and the Gini index.

Larger values of the F-measure were obtained using entropy than the Gini index
(Figure 7a). On the other hand, from the number of 150 trees, the correctness remained
at a similar level (Figure 7b), from which it can be concluded that this number of trees is
sufficient for this problem.
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5.4. Comparison of Methods

For the sensitivity and F-measure metrics, random forest is by far the best algorithm,
whereas neural networks were characterized by the highest precision, and the k-nearest
neighbors algorithm was by far the worst (Figures 8–10).
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The correctness of the classification of individual devices connected to the electrical
network was also checked. In the test set, the condition of the air conditioner and light
bulb were correctly classified with a high precision of about 85%, while worse results were
obtained for the router with a precision of nearly 70%. The worst results were obtained for
the resistive electric heater with precision close to 60%, which is only slightly better than
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randomly guessing the device status. An electric heater is characterized by rare changes of
on/off status, and such a constant characteristic makes it difficult to analyze the presence
of this element in the system.

Based on the data in the figures above, it can be concluded that random forest turned
out to be the best among the tested algorithms. For the sensitivity and F-measure metrics,
random forest is by far the best algorithm. On the other hand, neural networks were
characterized by the highest precision, and the k-nearest neighbors algorithm fared the
worst. The correctness of the classification of individual devices connected to the electrical
network was also checked.

In the test set, the condition of the air conditioner and light bulb were correctly
classified with a high precision of about 85%, while worse results were obtained for the
router with a precision of nearly 70% (Figure 11). By far, the worst results were obtained
for the electric heater, which scored close to 60% (Figure 11), which is a result close to that
which could be obtained by randomly guessing the device status.
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Results obtained for the electric heater can be improved. A larger number of mea-
surement samples would be required to record more changes in the heater’s on/off state.
Additionally, by installing among others the temperature sensor in the heater’s vicinity,
additional variable can be added (heater’s ambient temperature) to correlate the temper-
ature sensor’s indications with changes in the heater’s operating status in the electrical
collective signal. Moreover, such attempts will be made by the authors in the near future.
The authors expect then a significant increase in the effectiveness of learning. However,
it should be remembered that commercial solutions must be economically justified, so
the conducted research will focus on identifying a solution that allows for a compro-
mise between the increase in learning efficiency and the expenditure on the expansion of
measurement systems.

5.5. Prediction of Power Consumed by Devices

Based on the classification results for the entire dataset, the predicted power consumed
by individual devices was also determined. The first step was to calculate the average
power of each device pi by minimizing expression (4), where T is the number of time
samples, D the number of devices, Pt the total power at time t, and ai,t the binary variable
specifying whether the i-device is active at time t, where i denotes device index.

min
pi

T

∑
t=1

(
Pt −

D

∑
i=1

ai,t pi

)2

(4)

Knowing the predicted average power of each device, the instantaneous power was
also determined. It was assumed that the determined average power of the device pi was
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the more precisely determined the greater number of samples ni for i-device was utilized.
It was assumed that the power consumption by a device is a stationary process. Therefore,
the instantaneous power should be closer to the average power estimate with a greater
number of samples utilized. At each moment of time, the value et was determined (5), i.e.,
the difference between the actual power in the network and the sum of the average power
values of the connected devices:

et = Pt −
D

∑
i=1

ai,t pi (5)

Factor Nt was specified, as the sum of ni factors of the devices turned on at the moment
of time t:

Nt =
D

∑
i=1

ai,tni (6)

The instantaneous power pi,t of the device at the moment t of time was determined
as the sum of the estimated value of the average power pi of the device and the value et
properly scaled so that larger values were added to devices for which fewer measurements
were available.

pi,t = pi + et
Nt − ni

St ∑D
i ai,t

(7)

Due to the low precision of the classification of the operating status of the device, the
above-described method of predicting the power or current (Figure 12) consumption of the
device was burdened with a large error. The biggest problem was the heater (Figure 13d),
which according to the measurements was characterized by the highest power consumption
and was at the same time classified the worst, which translated directly into the current
prediction error of this device, sometimes reaching 1 A, as well as into the error of the
others, where for the air conditioner and the router it reached 0.5 A (Figure 13a,b). For
bulbs with maximum errors, it was approximately 0.25 A (Figure 13c). Also puzzling
are the numerous, large, temporary spikes in current consumption, which may be due to
measurement errors.
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Each misclassification has a variable effect on power measurements and devices that
operate infrequently and have relatively low power (compared to other devices in the
system) are most vulnerable to the negative impact of errors. In this case, classifying a
long-running device (as a device that typically only runs briefly) can significantly increase
reported energy consumption. The use of additional heuristics or statistical analysis could
help to reject some of the incorrect classifications by analyzing the power used, e.g., in the
case of classifying devices that typically use low power (e.g., 2 kW) as high power devices
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(e.g., 10 kW) or analyzing the length of time the device is switched on and the continuity of
its operation.
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Figure 13. Measured current values Imeas, current predictions Ipred, and error predictions dpred of
devices: (a) air conditioner; (b) router; (c) bulbs; (d) heater.

The obtained results and changes in settings made during the experiments confirmed
that the values of algorithm quality indicators (precision 0.756, sensitivity 0.708, F-measure
0.731) achieved by random forest confirm that devices are identified with an average of
approximately 75% correctness, which is a satisfying result, however still requiring im-
provement in commercial applications. The limitation of the optimization of the operation
of algorithms is the sampling frequency, which in the experiments described in other
publications reaches up to 12 kHz (in described in the paper experiment, the maximum
sampling frequency is 2 kHz, the increase of this frequency resulted in incomplete data).
The limitation was the LAB JACK sampling system. Moreover, due to the separation of the
measurement system and the system responsible for controlling the process of switching on
and off devices, there was a problem with the synchronization of measurements, which also
had an impact on the deterioration of the results. The conclusion is that after eliminating
the above-mentioned problems and increasing the sampling frequency, the classification
results are expected to improve.

6. BLUED Data Analysis

Power measurements of individual devices were not available for BLUED data. Quan-
titative analysis, correct determination of the instantaneous power of devices, and deter-
mination of the exact prediction error were not possible. However, it can be noticed that,
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for a refrigerator, the assumption of stationarity of the power function is most likely incor-
rect and the power consumed by it decreases with time after switching it on (Figure 14).
Figure 15 shows the prediction of the moment of switching on the devices, along with the
actual switching-on time and the prediction of the power consumed by them.
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(e) bedroom lighting; (f) backyard lighting.

Each misclassification has a different effect on power measurements. The most vul-
nerable to the negative impact of errors are devices that operate infrequently and have
relatively low power compared to other devices. In this case, classifying a long-running de-
vice (as a device that typically only runs briefly) can significantly increase reported energy
consumption. It is worth noting that the use of additional heuristics or statistical analysis
could help to reject some incorrect classifications by analyzing the power consumed, e.g., in
the case of classifying devices that usually consume low power (e.g., 2 kW) as devices that
consume high power (e.g., 10 kW), or by analysis of the length of activation of the device
and the continuity of its operation.

7. Conclusions, Implications, Limitations, and Future Work
7.1. Research Conclusions

Analyzing aggregated power consumption data is still a challenging problem. ILM
systems provide high accuracy but are expensive, space constraints and complicated
because energy consumption is measured by installing a meter on each individual load. In
NILM systems, energy consumption is measured at the MPI and individual contributions
relating to each load are obtained by “disaggregating” signal. As part of the research, an
experimental electrical system was designed. Connected electrical devices were switched
on and off according to developed scenarios. During the measurements, the electrical
collective signal was sampled with the LAB JACK system, and the obtained data were
saved on the server. The sampling frequency was set to 2 kHz, which ensured the correct
saving of all samples on the server. The obtained data were verified using MLA, of which
the random forest turned out to be the best. A summary of individual indicators for the
compared methods is shown in the Figure 16.

To verify the quality of the performed experiment, selected analytical algorithms
were used similarly for the disaggregation of the BLUED data. As presented in this paper,
research aiming to disaggregate the electrical collective signal MLA was used. Although the
obtained accuracy of device detection did not improve the results described in the literature
so far (e.g., [81,82]), the use of machine learning algorithms confirms the legitimacy of their
use in NILM research.
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7.2. Implications for Theory and Practice

The results of disaggregation and the developed conclusions have implications both in
theory and practice of using NILM in the decomposition of an electrical signal. Regarding
the research conducted in the past using various disaggregation techniques [12,82,83], the
experiment confirmed the possibility of using k-NN machine learning algorithms, random
forest, and neural networks for NILM. The article indicates the metrics that selected random
forest from among the tested algorithms, enabling signal disaggregation with the highest
probability of correct detection of single signals from electrical devices. An additional
contribution to the theory is the dataset generated in the experiment, which, together
with the documentation regarding the measurement system and data format, was made
available free of charge to other researchers [84]. Thus, another laboratory developed NILM
dataset was created, which extends the database of existing datasets used by researchers to
carry out their own research.

Research results also offer a set of practical remarks for the managerial staff, engineers,
and experts from the energy efficiency industry, who see NILM technologies as an oppor-
tunity to decompose electrical signals using analytical algorithms and effectively manage
electricity consumption. Of great interest are the economic benefits of the NILM method
using the measurement at the MP, replacing the system with individual measurement of
loads and thus reducing the costs of installation and operation of individual meters. The
review of the literature and the experiment confirmed that the MLA enable determining
the structure of the collective signal components composed of the signals of individual
devices, but the isolation accuracy is unsatisfactory to use the method commercially. It
is not possible to make the right decisions regarding the consumption of electricity by
circuits or devices when there is not close to 100% certainty about the correctness of the
isolation of component signals within the collective signal. The NILM gives some clues
and a general idea of what is in the electrical collective signal. The knowledge acquired
in NILM can be used to describe the general population and operation of devices, which
probably opens low-cost possibilities for performing preliminary analyses without the
need to install complex multi-counter measurement systems. If NILM demonstrates that
there is a significant potential for saving electricity in a building electrical circuit, then
taking further steps (including investment) in energy efficiency management projects will
no longer be just a theoretical assumption, but a real analytical result based on NILM.

7.3. Limitations and Potential Future Research Directions

The potential and benefit of NILM service are known, but its real-world deployment
has been still limited. The results of the correctness of signal detection obtained in the
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research did not lead the authors of this article to develop an NILM method which would
give 100% certainty of the correctness of disaggregation. The obtained results correspond
to the results of research works described numerously in the literature [85,86]. The main
limitations of the experiment include the sampling frequency of 2 kHz, the increase of
which could improve the results of disaggregation. Another limitation was the too short
duration of the experiment, as more measurement data enable better training of analytical
algorithms. The computational complexity of tested algorithms was also not assessed,
which may be significant when processing large volumes of data [87].

An effort in future works will be directed towards answering the question: under
what conditions will the NILM analysis, burdened with a certain error, enable effective
management of the energy efficiency of buildings? Additionally, as part of our future work,
we intend to evaluate FDII (fault detection, identification, and isolation) and PDM (predic-
tive maintenance) technologies, which areas important for the effective and economical
management of building facilities.
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Abbreviations

AFHMM Additive Factorial Hidden Markov Models
ALM Appliance Load Monitoring
AMI Advanced Metering Infrastructure
ANN Artificial Neural Networks
BIF Bayesian Inference Framework
DNNs Deep Neural Networks
EPRI Electric Power Research Institute)
FDII Fault Detection, Identification, and Isolation
FHMM Factorial Hidden Markov Model
FPR False Positive Rate
GMM Gaussian Mixture Model
HMM Hidden Markov Models
HTA Histogram Thinning Approach
HVAC Heating, Light, Ventilation, Air-Conditioning
ILM Intrusive Load Monitoring
k-NN k-Nearest Neighbors
MIT Massachusetts Institute of Technology
MLA Machine Learning Algorithms
MLE Maximum Likelihood Estimator
MPI Main Power Input
NIALM Non-intrusive Appliance Load Monitoring)
NILM Non-intrusive Load Monitoring
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NILMTK Non-intrusive Load Monitoring Toolkit
PDM Predictive maintenance
ReLU Rectifier Linear Unit
STFT Short-time Fourier Transform
SVM Supporting Vector Machines
TPR True Positive Rate
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